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WH-2
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DEIONIZED WATER TANK

FOR CONTINUATION

REFER TO DWG P1-1

FOR CONTINUATION

REFER TO DWG P1-1

1/2"H & C-UP

1/2"C-UP

1/2"H & C-UP

1/2"H & C-UP
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4"C, 2 1/2"H & 1

1/4"HR-DN

6" HIGH PRESSURE

COLD, 5"H & 2 1/2"R-UP

3/4"H & C-UP
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1"H - UP

3/4" C - UP

3/4" C FROM

BELOW

3/4" C - UP

1/2"H & C-UP

4"

6"

3/4"

1"

WATER SOFTENERS

P-502

3/4"H & C-

FROM BLW

SLH-2-SBC

EX 1"C-CAPPED

DISCONNECT AND REMOVE

EXISTING "DEAD END" PIPING

DISCONNECT AND REMOVE

EXISTING "DEAD END" PIPING

PROVIDE SUPPLEMENTAL MONOCHLOROMINE

SYSTEM FOR DHW.  APPROXIMATE LOCATION

FOR SUPPLEMENTAL MONOCHLOROMINE

PANELS.  PROVIDE ONE SYSTEM FOR BUILDING

1 (WH 1 & 2) AND 2 SYSTEMS FOR BUILDING 2

(WH 5 & 6, WH 7 & 8).   PROVIDE A 120V CIRCUIT

FOR EACH SYSTEM AND CONNECTION POINTS

TO THE BAS.

SLH-1-SBB

MONITORING SYSTEM CONNECTED

ONLY TO HW SYSTEM

SLH-2-SBB

MONITORING SYSTEM CONNECTED

ONLY TO HW SYSTEM

MONITORING SYSTEM

CONNECTED ONLY TO HW SYSTEM

CONFIRM NAME WITH HOSPITAL

ENGINEERING STAFF. SUPPORT PANEL

VIA UNI-STRUT ASSEMBLY SECURED TO

FLOOR SLAB AND CEILING DECK ABOVE

1

NEW  FEEDER, 4 #4 &

1 #10 GRD. 1-1/4"C.

SBLF-4

SBLF-5

SBLF-6

MSH-1-SBB

MSH-2-SBB

MSH-2-SBC

MS

MS

MS

NEW PNL 'SBLF'

SBLF-9

MCL

SBLF-10

MCL

EX PNL 'SBLC'

4"

NEW 6" COPPER PIPE

NEW 4"

NEW 4" COPPER

NEW 6" COPPER

MS

MS-2-CSB

MCL

SBLF-11

2

2

2

2

2

2

4"

3

1

KEYNOTES ELSEWHERE ON THIS DRAWING

REMOVE THREE (3) EXISTING 20A-1P CIRCUIT BREAKERS FROM PANEL 'SBLC' AND PROVIDE

60A-3P CIRCUIT BREAKER IN ITS PLACE.  FROM NEW BREAKER, PROVIDE FEEDER

INDICATED AND TERMINATE AT MAIN CIRCUIT BREAKER WITHIN NEW PANEL 'SBLF'.  FOR

THREE REMOVED BRANCH CIRCUITS, MATCH, SPLICE, AND EXTEND BRANCH CIRCUITS  TO

NEW PANEL 'SBLF'.

NEW COPPER PIPE SHALL BE INSTALLED UNDER THE BASE BID. THE EXISTING GALVANIZED

STEEL PIPE SHALL BE REMOVED AFTER THE NEW COPPER PIPE IS INSTALLED.  THE

CHANGEOVER SHALL BE PHASED FOR MINIMUM DOWNTIME AND THE ROUTING, PHASING

AND FINAL CONNECTIONS FOR THE NEW LINE SHALL BE SUBMITTED TO THE VA ENGINEER

FOR REVIEW AND APPROVAL PRIOR TO CONSTRUCTION.  DEDUCT ALTERNATE #2 SHALL

DELETE THE INSTALLATION OF THE NEW COPPER PIPE AND LEAVE THE EXISTING

GALVANIZED STEEL PIPE IN SERVICE.  ALL 4" AND 5" GALVANIZED PIPE FROM THE WATER

HEATERS TO THE DISTRIBUTION HEADERS SHALL BE REPLACED WITH COPPER PIPE.

REPLACE THE 6"CW AND 5"HW GALVANIZED PIPE WITH NEW 6"CW COPPER AND 5"HW

COPPER PIPE FROM WH-5 AND WH-6 THRU THE GROUND FLOOR AND CONTINUING ON THE

BASEMENT PLANS.  BOTH CW AND HW LINES VERTICALLY PASS THRU THE GROUND FLOOR

(NOT SHOWN ON DRAWINGS).  THE CW END POINT IS ON SHEET P2-6 AND THE HW END

POINT IS SHOWN ON SHEET P2-5.  THIS PIPE SHALL BE INCLUDED IN DEDUCT ALTERNATE

#2.  THE NEW PIPE IS NOT SHOWN BUT WILL FOLLOW THE PATH OF THE OLD PIPE.
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